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Fehlerstromschutzschalter ohne eingebauten

Uberstromschutz, netzspannungsunabhangig (RCCB)

RCCB, residual current operated circuit-breaker without integral
overcurrent protection, functionally independent of line voltage
Serie |/ series 41184.

Typ(en) / Type(s):

411842
411843
411844
411845
411846
411847
411848
411849

Bemessungsspannung AC 230/400 V
Rated voltage AC 230 V

Bemessungsstrom 40 A; 63 A
Rated current

Anzahl der Pole zw eipolig/tw o-pole
Number of poles vierpolig/four-pole

Bemessungsfehlerstrom 0,03 A; 0,3 A
Rated residual operating
current

Bemessungsschaltvermégen 500 A (40 A)
Rated making and breaking 630 A (63 A)
capacity

Bedingter 10000 A
Bemessungskurzschlussstrom

Rated conditional short

circuit current

Fortsetzung siehe Blatt 3 /
continued on page 3
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Vorsicherung 100 A gL
Fuse / SCPD
Verhalten bei Typ/type "B"

Gleichstromanteilen
Behaviour in presence of d.c.

components

Umgebungstemperatur -25C /| + 40C
Ambient temperature

Anbringungsart Tragschienmontage
Attachment type Railmounting

Dieser Zeichengenehmigungs-Ausweis bildet eine Grundlage fur die EG-Konformitatserkldrung und
CE-Kennzeichnung durch den Hersteller oder dessen Bevolim&chtigten und bescheinigt die Konformitét
mit den grundlegenden Schutzanforderungen der EG-Niederspannungsrichtlinie 2006/95/EG mit ihren
Anderungen.

This Marks Approval is a basis for the EC Declaration of Conformity and the CE Marking by the
manufacturer or his agent and proves the conformity with the essential safety requirements of the
EC Low-Voltage Directive 2006/95/EC including amendments.
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Fehlerstromschutzschalter ohne eingebauten

Uberstromschutz, netzspannungsunabhéngig (RCCB)

RCCB, residual current operated circuit-breaker without integral
overcurrent protection, functionally independent of line voltage
Serie /| series 41184.

Fertigungsstatte(n)
Place(s) of manufacture

Referenz/Reference Doepke Schaltgerate GmbH
30000559 Stellmacherstrasse 11
D-26506 NORDEN
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